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Strojirensky zkusebni uUstav, s.p., Brno, Ceska republika
Engineering Test Institute, Public Enterprise, Czech Republic

OSVEDCENi O ZKOUSCE
CERTIFICATE OF TEST

s 0.30-00280-14

Vyrobce - Manufacturer AGROMECHANIKA v.o.s.
Netolicka 414, 384 02 Lhenice
Ceska republika - Czech Republic

Vyrobek - Product Kotel teplovodni - Hot-water boiler

Typove oznaceni AM LICOTHERM 26 Carbo

Type designation

Metoda zkousek - Test method CSN EN 303-5:2013, tfida - class 4
ZpUsob topeni - Heating method automatické - automatic

Palivo - Fuel hnédé uhli - brown coal

Vysledky - Results :
Jmenovity vykon - Rated output

CO (10% Oy) mg/mp> 341 Max 1000 mg/my>
OGC (10% 0,) mg/mp> 12 Max 30 mg/m,’
Prach - Dust (10% Oy2) mg/mn3 59 Max 60 mg/m,>
Uginnost - Efficiency % 87,3

Snizeny vykon - Lower oufput

CO (10% Oy) mg/my’ 994 Max 1000 mg/m,>
OGC (10% Oo) mg/my° 21 Max 30 mg/m,>
Prach - Dust (10% O2) mg/my° 54 Max 60 mg/mn3
Uginnost - Efficiency % 83,7

Podklad pro vydani osvédéeni Protokol €. - Report No.

- Basis for Cettificate issue 39-10065

Strojirensky zku$ebni Gstav, s.p. timto osvéd&enim o zkousce potvrzuje, Ze u pfedmétného vyrobku provedi
zkousky s vySe uvedenymi vysledky.

The Engineering Test Institute certifies by this Certificate of Test to have conducted for the given product the tests
with above stated results.

Brno, 2014-04-15

ilan Holomek 4 Ing. Ludék Drlik, MBA, Ph.D.
vedouci zku$ebny tepelnych a ekologickych zafizeni ™. 4 -~ feditel pro zkusebnictvi
Head of Heat and Ecological Equipment Test Station Director for Testing
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