Osvédéeni CIA / CAl Accrediation: Akreditovana zkusebni laboratof / Accredited Testing
347/2013 Laboratory: 1045.1

Strojirensky zkusebni Gstav, s.p., Brno, Ceska republika
Engineering Test Institute, Public Enterprise, Brno, Czech Republic

OSVEDCENi O ZKOUSCE
TEST CERTIFICATE

Ciso  0-39-00670-13

Vyrobce - Manufacturer AGROMECHANIKA v.o.s.
Netolicka 414, 384 02 Lhenice
Ceska republika - Czech Republic

Vyrobek - Product Kotel teplovodni - Hot Water Boiler

Typové oznaceni - Type designation AM 24 LICOTHERM BIO

Metoda zkou$ek - Test Procedure CSN EN 303-5:2013

Trida - Class 4

Zplsob topeni - Heating procedure automaticky - automatic

Palivo - Fuel drevéné pelety - wood pellets

Vysledky - Results

Jmenovity vykon - Nominal output 24 kW ] :
CO (10%05) 100 mg/my’ Max 1000 mg/mq’
OGC (10%05) 14 mg/m;’ Max 30  mg/m,’
Prach - Dust (10%02) 31 mg/my° Max 60 mg/mn°
Uginnost - Efficiency 86,2 % Min 828 %

Snizeny - Lower output

CO (10%02) 798  mg/my’ Max 1000 mg/mq’
OGC (10%0>) 28 mg/my’ Max 30 mg/m
Prach - Dust (10%05) 56 mg/my’ Max 60  mg/m,’
Ucinnost - Efficiency 85,1 % Min 828 %

Podklad pro vydani osvédcéeni - Basis Protokol €. - Test Report No.

of cettificate 39-9982 ze dne / of 2013-09-19

Strojirensky zkuSebni ustav, s.p. timto osvédéenim o zkouSce potvrzuje, Ze u pfedmétného vyrobku provedl
zkousky s vySe uvedenymi vysledky.
Strojirensky zkuSebni Ustav, s.p. approves with this test certificate that testing of the product in question was

performed with the results as stated above.
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